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Abstract
The environment inside laying hen houses has an important effect on hen productivity, health, and well-being.
Heat exchangers (HEs) can recover waste heat in ventilation exhaust to reduce supplemental heating needs
while maintaining a greater fresh air exchange rate. For laying hen houses, there is limited information on the
effect of heat recovery ventilation (HRV). Thus, the objective was to evaluate an air-to-air HE for manure belt
drying ventilation in aviary laying hen housing. Temperature (T), relative humidity, ammonia, and manure
dry matter (DM) content were characterized during a 4-wk period in October 2018. In weeks 2 and 4, the
HRV was shut down and compared to weeks 1 and 3 when the HRV was operational. Average (±SD) ambient
T was 10.6°C ± 4.0°C, similar for the 4-wk period. Heat exchanger efficiency was 75.07% ± 9.4% with the
average supply temperature increased by 10.0°C ± 3.4°C and an average of 93.94 ± 31 kW heat recovered.
Average indoor T (23.1°C ± 0.5°C) was warmer as a function ambient T and daily average T range was lower
with HRV (1.8°C ± 0.7°C) compared to without HRV (22.2°C ± 1.2°C; 3.1°C ± 1.1°C). Seven days after
manure removal, final average manure DM was 40.6% ± 3.1% (without HRV) and 60.0% ± 3.3% (with HRV).
Implementation of HRV positively influenced indoor thermal environment by maintaining less dynamic
diurnal fluctuations and greater temporal T uniformity.
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SUMMARY 
The environment inside laying hen houses has an important effect on hen productivity, 
health, and well-being. Heat exchangers (HEs) can recover waste heat in ventilation exhaust 
to reduce supplemental heating needs while maintaining a greater fresh air exchange rate. For 
laying hen houses, there is limited information on the effect of heat recovery ventilation (HRV) 
on indoor environment and management considerations. Thus, the objective of this study was 
to evaluate an air-to-air HE for manure belt drying ventilation in aviary laying hen housing. 
Temperature (T), relative humidity, ammonia, and manure dry matter (DM) content were 
characterized during a 4-week period in October 2018. In week 2 and 4, the HRV was shut 
down and compared to week 1 and 3 when the HRV was operational. Number of hens housed, 
laying percentage, number of floor and system eggs, and mortality were similar for both 
treatments. Average (±SD) ambient T was XX°C ±XX°, similar for the 4-week period. HE 
temperature-transfer efficiency was 75.07% ±9.4% with an average supply temperature   
increased by 10.0°C ±3.4°C and an average of 93.94 ±31 kW heat recovered. Average indoor 
T (23.1°C ±0.5°C) was warmer as a function ambient T and daily average T range was lower 
with HRV (1.8°C ±0.7°C) compared to without HRV (22.2°C ±1.2°C; 3.1°C ±1.1°C). Seven 
days after manure removal, final average manure DM was 40.6% ±3.1% (without HRV) and 
60.0% ±3.3% (with HRV). Implementation of HRV positively influenced indoor thermal 
environment by maintaining less dynamic diurnal fluctuations and greater temporal T 
uniformity.  
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DESCRIPTION OF PROBLEM 
Poultry house indoor environment has an important effect on the productivity, health, and 
welfare of laying hens [1, 2, 3]. The thermal environment (TE; air and surface temperatures, 
relative humidity, and airspeed) and air quality (AQ; particulate matter and gas concentrations) 
can be used to describe the indoor environment and have been associated with various 
productivity responses [4, 5]. Mechanical ventilation systems are often used to control the 
indoor TE and AQ by removing heat, moisture, and other gases generated by hens, equipment, 
manure, drinkers, etc. [2, 5, 6]. Generally, ventilation systems are designed to remove sensible 
heat in mild to hot weather and control moisture as well as other gases in cold weather [7]. Air 
temperature (T) is the main component of the TE that influences laying hen feed intake and 
feed conversion ratio [8, 9]. Laying hens increase feed intake in cold T to compensate for 
elevated heat loss [10, 11]. Air quality is mainly assessed by ammonia (NH3), carbon dioxide 
(CO2), and particulate matter (PM) concentrations [12, 13, 14]. Factors influencing NH3 levels 
include ventilation rate, water vapor, hen density and activity, manure handling and removal 
times, and manure characteristics (pH, moisture, and surface area) [5, 9, 12, 15, 16]. When 
ventilation rate is reduced, indoor NH3 and other gas concentrations increase [5, 15]. Elevated 
NH3 levels can have a negative effect on the productivity, health, and well-being of the birds 
[9, 14, 17]. Also, wet and fresh manure emits greater NH3 than dry manure; therefore, NH3 
emissions can be reduced by drying the manure [15, 18, 19]. The indoor environment must be 
managed correctly to promote high levels of laying hen productivity, health, and welfare. 
Ventilation capacity is determined to limit the difference between ambient to indoor T 
(warm/hot weather) and maintain acceptable moisture and AQ levels (cold weather) [7,20]. For 
aviary style housing, colder climates commonly require supplemental heat to maintain both the 
T and AQ at the desired level. This can result in additional operational costs and CO2 emissions 
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[6, 21]. Heat recovery ventilation (HRV) regains residual heat in the exhaust ventilation air 
and transfers it to the fresh air (tempering) supplied to the house [22, 23, 24]. This may be a 
sustainable, alternative solution to maintain a high level of AQ, while concurrently maintaining 
the desired room T [6]; however, implementation has been challenging in poultry houses due 
to elevated dust levels in exhaust air that reduces ventilation capacity by obstructing airflow in 
the heat exchanger (HE) and degrades efficiency by accumulating on the HE fins. New 
materials and HE designs have promoted implementation in poultry houses; thus, creating 
opportunities to explore impact on indoor TE and AQ as well as management practices. 
HRV systems for broiler houses are better studied compared to laying hen houses, with 
results showing reduced energy consumption and operating costs [6,22,25]. Further, HRV was 
found to improve broiler weight gain, feed conversion ratio, and was generally perceived to 
improve the indoor environment by surveyed producers [6, 26]. If no supplemental heating or 
HRV is present, lower indoor T could increase feed intake and reduce feed efficiency, as 
previously noted. The addition of HRV could lead to reduced heating fuel usage, if 
supplemental heating is present or a greater minimum ventilation rate with the same heating 
fuel usage Similarly, the environment in laying hen houses could be also improved because the 
tempered air is distributed evenly across the manure-belts throughout the house; hence, a more 
uniform temperature distribution. Additionally, this contributes to drying the manure and 
subsequently reducing manure NH3 emissions [15, 18, 19]. These numerous impacts of HRV 
are often found with greater magnitude during cold ambient T.  
Application and management strategies associated with HRV for manure belt drying 
ventilation in cage-free (aviary) laying hen houses are generally unknown. The objective of 
this study is to evaluate an air-to-air HE for manure belt drying ventilation in aviary laying hen 
housing.  
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MATERIALS AND METHODS 
Housing and Management 
This field study was performed in an aviary laying hen house with outdoor access located 
near Hamilton, Washington, USA (48.526, -121.988). The house contained 39,187 laying hens 
(78 weeks of age) at the start of the experiment. Hens were housed in four rows of an aviary 
system [26] that featured two vertical tiers and opposing nestboxes between tiers. Hens were 
fed a standard diet, supplemented with oyster shells in the floor area. Light period began at 
04:30 and transitioned to the dark period with dimming from 21:00 to 21:30. Outdoor access 
was automatically provided between 10:00 and 21:20 every day by opening eight hen doors 
(1.80 × 0.40 m; 70.9 ×15.7 in.) on both sides of the building. Manure was removed weekly on 
Friday, between 10:00 and 13:00. A scraper under each row of the aviary system removed 
excess litter daily between 23:00 and 23:55. Feed intake was estimated from automatic, 
continuous weighing of feed bins and mortality, floor/system eggs, egg production, and 
mortality were recorded daily by the caretaker. 
The fully-mechanical, house ventilation system comprised of five variable speed fans 
(20,800 m3/h; 12,242 ft3/min, Ø 0.81 m; 32 in.) and nine single-speed fans (16,990 m3/h; 10,000 
ft3/min, Ø 0.76 m; 30 in.) mounted in the roof ridge. There were 41 (east) and 37 (west) sidewall 
inlets to distribute fresh air. Inlets (1.2 × 0.3 m; 46.1 ×12.2 in. each) were controlled based on 
negative pressure when hen doors were closed and temperature controlled when hen doors were 
open. Four wall fans (Ø 1.52 m; 60 in.; hot weather) were located along the north endwall but 
were non-operational in this study. There was no supplemental heating inside the house. The 
ventilation system controller [27] automatically operated and recorded the status of fans, HE, 
actuators, lights, feed delivery, dampers, hen doors, etc. In addition, ventilation rate was 
estimated from the fan stage multiplied by the rated capacity. 
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Heat Recovery Ventilation 
In addition to the house ventilation, a HRV system comprised of a counter-flow HE [28] 
(L×W×H; 3.3 × 10.1 × 1.8 m; 10.8 × 33.1 × 5.9 ft) with two pre-heaters [29] that supplied 
tempered, fresh air via a round, 13 m (42.6 ft) long insulated duct (Ø 1.02 m; Ø 3.35 ft) to the 
manure belt drying system (part of the aviary system; Figure 1) by a 7 kW (9.4 HP) variable 
frequency blower. Indoor air was extracted through a 3 m (9.8 ft) long insulated duct by a 4 
kW (5.4 HP) variable frequency blower. The HE was a fraction of the total house ventilation 
for minimum to mild weather ventilation with a rated capacity of 32,145 m3/h (18,920 ft3/min). 
The total HE surface area was approximately 1,365 m2 (14,693 ft2).  
Supply air flowrate (Figure 1) decreased when supply air temperature was ≤20.1°C (68°F), 
to increase heat transfer rate and subsequently increase supply air temperature. When the 
supply air was ≤17.7°C (64°F), the pre-heaters were operational with a 1.1°C (2°F) differential; 
however, the pre-heaters did not operate during this study. Extraction air flow (Figure 1) 
reduced when the supply air temperature reached 23.3°C (74°F), this reduced the efficiency of 
the HE and prevented increasing the temperature in the house. An automatic washing cycle 
operated every day between 12:30 and 13:00 to remove accumulated PM from the HE fins. 
During washing, supply and extraction flows were reduced to 11% of capacity. In addition, the 
fresh air intake (Figure 1) pre-filter was cleaned twice a week. 
Sampling and Instrumentation 
The study was performed over a four-week period, beginning Oct 5, 2018 and concluding 
Nov 3, 2018. In week 1 and 3, the HRV operated normally. Conversely, in week 2 and 4, the 
HRV was non-operational and the HE sealed to prevent air exchange possibly induced by the 
house ventilation. An experimental week was determined to begin on the day the manure was 
removed. The day the HE was turned on or off was excluded because of the resulting transient 
house environment from the change in ventilation and adjustments. The ventilation system 
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controller had two versions of the ventilation controller software: 1) to operate the HRV and 
2) house ventilation without HRV. The same settings (i.e., desired room T, ventilation settings, 
combi-table, etc.) were identical in both versions of software, except the settings that are unique 
to the HRV. 
Ambient T/relative humidity (RH) were monitored near the house (Figure 2) at 5 min 
intervals [30]. Indoor dry-bulb T and RH [31] were measured at four locations (wirelessly 
connected to the external monitoring station). The ventilation control computer software [32] 
recorded six T sensors used for ventilation system (Figure 2) and three T sensors at fresh air 
intake, extraction, and supply of HE as well as house and HE ventilation capacity. Indoor AQ 
was assessed by measuring the gaseous NH3 concentration at six locations (1.5 m above the 
floor; Figure 2) between 08:00 and 09:00 every day with a handheld sensor [33]. At each 
location, measurements were made in triplicate, with a 3 min interval between replicates.  
Four manure samples were taken daily from the manure belt from both the lower and the 
top level from poultry house (Figure 2) between 08:00 and 09:00 to quantify DM [34].  
Data and Statistical Analysis 
For quality control, data were parsed to remove outliers or any erroneous/incorrect values. 
The HE efficiency was assessed by calculating the temperature-transfer efficiency (Equation 
1; adapted from Allen and Payne [20]). 





 μT = temperature-transfer efficiency (dimensionless) 
 Ts = supply air temperature (°C) 
 Ta = ambient air temperature (°C) 
 Te = extraction air temperature (°C) 
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In addition, temperature rise (ΔT = Ts – Ta; °C) was calculated. Total sensible heat recovery 
(Equation 2) was estimated (adapted from DLG Test Report 6140 [35]) and provides insight to 
potential supplemental heating requirements. 
 𝑞𝑞𝑟𝑟 =  𝑐𝑐𝑝𝑝 𝑚𝑚 (𝑇𝑇𝑠𝑠 − 𝑇𝑇𝑎𝑎) (2) 
Where, 
 qr = sensible heat recovered (kW) 
 cp = specific heat capacity of air (assumed constant; 1.006 kJ/kg/K) 
 m = HRV mass flow rate (kg/s) 
   
The HRV mass flow was estimated from the ventilation capacity (percentage logged by 
controller), manufacturer’s rated maximum fan flow, and moist air density. Average daily 
efficiency of the HE, ventilation rate, house T, ambient T, pressure and opening of the inlets 
was calculated for the two weeks with and without HRV. Daily averages were at 5 min intervals 
for the 12 d of data with and without HRV.  
Ambient T was compared for each 12 d period by randomly subsampling (n = 60) from 
each day [36]. Statistical analysis was performed to determine the effect of ambient T on the 
indoor T for the 12 d with and without HRV [37]. This was assessed from the average of ten 
indoor T sensors and the ambient T sensor. Ambient T measurements were divided in five bins: 
<6°C, 6°C to 9°C, 9°C to 12°C, 12°C to 15°C, and >15°C (<42.8°F, 42.8°F to 48.2°F, 48.2°F 
to 53.6°F, 53.6°F to 59°F, and >59°F). Also, statistical analysis was performed to explain the 
effect of the number of days after manure removal (day) for the 12 d with and without HRV 
on manure DM [38]. High variability existed among NH3 concentration measurements and 
were therefore omitted from statistical analysis. Ventilation rate was increased on d 5 of week 
2 (no HRV) by the farm staff in response to elevated NH3.  
RESULTS AND DISCUSSION 
Each 6 d period (i.e., HRV and no HRV), during the four-week experimental period 
experienced similar ambient conditions (P = 0.51; Table 1); hence, allowing for a reasonable 
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comparison of the impact of ventilation parameters on the indoor environment. During the 
experiment, ambient T was not sustained below 0°C (as commonly experienced for major 
laying hen production areas during winter), so this study can provide good insight to the 
capabilities and operating conditions of utilizing HRV for these moderate ambient conditions. 
In colder ambient conditions, heat recovery and efficiency are expected to increase, based on 
the trends and operation of the HE. Further, productivity (number of hens housed, laying 
percentage, and number of floor and system eggs) were similar for both treatments (Table 1). 
While differences in productivity were not anticipated in the relatively short, 7 d experimental 
period, this does suggest no major management or ventilation issues were encountered during 
the experiment. Albeit, feed intake was 3.2 g/d different between treatments, this may be 
attributed to the lower house T experienced without HRV. Mortality was on an average two 
dead birds greater with HRV compared to without HRV; however, average mortality for this 
month was 3 to 4 dead birds per day lower compared to the previous month. This maybe have 
been attributed to increasing bird age and poor weather. Floor litter depth was ~3 cm and 
considered rather dry (not measured); however, more caking was noticed near the open 
popholes. The HRV supply air was blowing on the manure belts, so the greatest difference in 
DM would be observed in the manure on the belts with minimal impact on litter DM. 
The HE operation was managed by the ventilation controller and prior to start of the 
experimental period, the settings (preheater offset and differential, ventilation curve, etc.) 
required intensive and iterative adjustment to optimize HE operation. It is important to note, 
initial settings resulting from installation often need alteration to meet producer specific needs 
and account for local climate, house age, ventilation style, etc. Additional management and 
training are typically needed when new mechanical equipment is added poultry facilities. 
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Heat Exchanger Performance 
For week 1 and 3 (i.e., HRV), extraction ventilation capacity was always at 100% 
(estimated 32,146.8 m3/h; 18,921 ft3/min) and only reduced during daily washing. Average 
supply ventilation capacity to the manure belt was 93.7% ±9.1% (estimated 30,124.6 m3/h; 
17,730 ft3/min) and only typically decreased for ambient T <10°C (50°F). Average 
temperature-transfer efficiency (μT; Equation 1) was 75.07% ±9.4% (Figure 3; washing time 
excluded) and tempered supply air by an average 10.0°C ±3.4°C (18.0°F ±6.2°F). The μT 
increased as ambient and house T difference increased. Compared to a cross-flow HE [27], the 
tested HE exceeded μT (57%) but showed a lower temperature gain (12.6°C; 22.7°F). Two 
types of counter flow HE tested by Selders et al. [38] showed a μT of 62% and 71%, with an 
average 14°C (25°F) and 15°C (27°F) temperature increase, respectively. These results were 
found for broiler house applications, which may explain the higher increase in T due to the 
higher desired house T for broilers and at slightly lower ambient T compared to this study. The 
higher efficiency during this experiment may be due to the counterflow design compared to the 
more common crossflow, larger thermal transfer surface area (i.e., greater area for heat 
transfer), and minor factors, such as, thermal insulation and minimal leakage in the HE 
construction. 
Average heat recovery (equation 2; Figure 3) was 93.94 ±31 kW (320,529 BTU/h), with 
greater heat recovery found when the ambient and house T difference increased. Greater 
ambient and house T difference reduced heat recovery because fresh air intake flow was 
reduced at colder ambient T. Overall heat transfer coefficient was 6.92 W/m2/K. This is lower 
than the 21 W/m2/K for a parallel flow HE found by Kennedy et al. [22] and most likely 
attributed to the large surface of the HE used in this study; however, the efficiency was found 
to be greater in this study compared to Kennedy et al. [22]. 
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Washing 
Intake and extraction ventilation were reduced during the daily washing. As a result, μT 
decreased during washing and for several hours after washing has finished (Figure 4). This 
reduction in μT is due to the supply air T less than mean house T and the subsequent evaporation 
of any water remaining on the fins. Typically, about 3.75 h were required to return to the 
average μT (~75%). This information is important for improving the control of the unit to avoid 
supplying air that could possibly chill the birds or decrease the house T. 
Labor to clean this HE was minimal. Washing the inlet air filter was performed by spraying 
with water and took approximately 15 min (performed twice per week). Thorough cleaning the 
whole HE could require several hours with two people (approximately twice a year) with a 
pressure washer to wash restricted spaces. 
Ventilation 
Estimated house ventilation capacity was generally greater with HRV (22.5% ±8.5%). At 
this capacity, ventilation rate is estimated to be 1.68 m3/h (0.99 ft3/min) per hen (Figure 5). 
House ventilation capacity without HRV was 20.1% ±12.6%, or an estimated 1.50 m3/h (0.88 
ft3/min) per hen. Only during and after washing the HE, ventilation rate was found to be lower 
when HRV was operational – most likely due to the decreased μT.  
House static pressure was lower during the night when HRV was nonoperational, because 
the HE supplies and extracts air (neutral ventilation) from the house (Figure 6). During 
daytime, this effect disappears, because the inlets are opened less during HRV and house 
ventilation rate is greater. House static pressure reduced between 10:00 and 21:20, because the 
pop-holes for outdoor access were opened (Figure 6). 
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Thermal Environment 
Overall average (±SD) ambient T was 10.2°C ±4.0°C (with HRV) and 10.9°C ±4.2°C 
(without HRV) during the study period (Table 1). The overall (10 T sensors) average house T 
was warmer with HRV (23.1°C ±0.5°C) compared to without HRV (22.2°C ±1.2°C). For each 
day, average T range (daily maximum – minimum) was less with HRV (1.8°C ±0.7°C) 
compared to without HRV (3.1°C ±1.1°C). This suggests laying hens with HRV were exposed 
to less dynamic diurnal fluctuations and greater temporal T uniformity.  
Ambient T impacted indoor T with and without HRV (Figure 7), as expected; however, 
ambient T effects on indoor T were greater without HRV (P < 0.001). For ambient T <6°C 
(42.8°F), spatial and temporal average indoor T was 2.3°C (4.1°F) lower without HRV. Due to 
the lack of supplemental heating without HRV, indoor T decreased with colder ambient T 
conditions (Figure 7). 
Overall average (±SD) ambient RH was 89.9% ±10.7% (with HRV) and 83.3% ±18.2% 
(without HRV) during the study period. Overall average indoor RH (4 RH sensors) were 59.5% 
±3.6%  (with HRV) and 59.7% ±7.7% (without HRV). Overall average indoor dewpoint T was 
greater with HRV (14.5°C ±0.8°C) compared to without HRV (13.8°C ±1.6°C). This was most 
likely attributed to the greater ambient dewpoint T, higher average indoor T and extra 
evaporation of water from manure experienced during weeks with HRV. 
Manure and Ammonia 
Average manure DM was 38.8% ±3.1% (without HRV) and 53.8% ±5.7% (with HRV). 
On the days when manure was removed from the belts (7 d from previous removal), average 
manure DM was 40.6% ±3.1% (without HRV) and 60.0% ±3.3% (with HRV; Figure 8). 
Increased DM content per day, effect of HRV, and the interaction between day and HRV 
operation were all significant (P <0.001). Manure with a greater DM content required less 
hauling capacity for transportation and is preferable for land application. A potential limitation 
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of this study is the lack of comparison between HRV and recirculated house air for manure belt 
drying. 
An additional benefit of increased DM content, is lower NH3 emissions [15,18,19]. 
Elevated NH3 concentrations can have negative effects on hen productivity, health, and well-
being [9,14,17] and working conditions for animal caretaker. With HRV, average NH3 was 2.6 
ppm, compared to 9.1 ppm without HRV. Ammonia concentration was found to increase with 
the number of days after manure removal. This finding agrees with Groot Koerkamp et al., [18] 
and Liang et al., [14]. It was especially evident in week 2 (no HRV), as shown by the rapid 
NH3 concentration increase. On day 5 after manure removal in week 2 (no HRV), NH3 
concentration exceeded 25 ppm, the permissible exposure limit [40]; therefore, ventilation was 
increased to reduce the NH3 concentration in the house. As expected, NH3 concentrations (as 
well as other gases) were most likely influenced by low air exchange rates and the lack of air 
velocity directly above the manure belt in the treatment without HRV, lower manure DM 
content, and more days after manure removal as previously described by [15,18,19]. Further, 
in week 2 (without HRV), an increase in manure T was anecdotally observed, indicating more 
bacterial activity. These bacteria convert uric acid and urea to NH3 [15]. Due to the relatively 
high minimum house ventilation rate and colder house T, NH3 concentration did not increase 
to expected levels; thus, statistical inferences were inconclusive. Further, this minimum house 
ventilation rate may also have affected other measured parameters like the house T and manure 
DM. Nevertheless, this parameter was not observed to have a substantial impact on the results.  
CONCLUSION AND APPLICATIONS 
1. Heat recovery ventilation (HRV) had an overall positive effect on the indoor thermal 
environment, reduced NH3 emission, and manure dry matter content. 
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2. Heat exchanger (HE) operation is managed by the ventilation controller settings and for 
optimum operation, requires iterative management strategies and manipulation of these 
settings. 
3. Routine maintenance on HE, such as daily washing of accumulated particulate matter 
and weekly cleaning of fresh air intake prefilter, is of paramount importance to achieve 
high efficiency.  
4. The addition of HRV can increase fresh air exchange while reducing the capacity of 
supplemental heating; however, proper ventilation system design considerations must 
be simultaneously integrated with the HE to achieve desired performance. 
REFERENCES AND NOTES 
1. Dawkins, M. S. C. A. Donnelly, and T. A. Jones. 2004. Chicken welfare is influenced more by housing 
conditions than by stocking density. Nature, 427(6972), 342.  
2. Green, A. R., and H. Xin. 2009. Effects of stocking density and group size on heat and moisture production of 
laying hens under thermoneutral and heat-challenging conditions. Trans. of the ASABE, 52(6), 2027-2032. 
3. Reece, F. N., and B.D Lott. 1982). Optimizing poultry house design for broiler chickens. Poultry 
Science, 61(1), 25-32. 
4. Al-Saffar, A. A., and S. P. Rose. 2002. Ambient temperature and the egg laying characteristics of laying 
fowl. World's Poultry Science Journal, 58(3), 317-331. 
5. Kocaman, B., N. Esenbuga, A. Yildiz, E. Laçin, and M. Macit. 2006. Effect of environmental conditions in 
poultry houses on the performance of laying hens. International Journal of Poultry Science, 5(1), 26-30. 
6. Bokkers, E. A. M., H. H. E. Van Zanten, and H. Van den Brand. 2010. Field study on effects of a heat 
exchanger on broiler performance, energy use, and calculated carbon dioxide emission at commercial 
broiler farms, and the experiences of farmers using a heat exchanger. Poultry science, 89(12), 2743-2750. 
7. Zhao, Y., H. Xin, T. A. Shepherd, M. D. Hayes, and J. P. Stinn. 2013. Modelling ventilation rate, balance 
temperature and supplemental heat need in alternative vs. conventional laying-hen housing systems. 
Biosystems Engineering, 115(3), 311-323. 
8. Sterling, K. G., D. D. Bell, G. M. Pesti, and S. E. Aggrey. 2003. Relationships among strain, performance, 
and environmental temperature in commercial laying hens. J. Appl. Poult. Res., 12(1), 85-91.  
9. Xin, H., J. A. DeShazer, and M. M. Beck. 1987. Post-effect of ammonia on energetics of laying hens at high 
temperatures. Trans. of the ASAE, 30(4), 1121-1125. 
10. Peguri, A., C. and Coon. 1993. Effect of feather coverage and temperature on layer performance. Poultry 
Science, 72(7), 1318-1329. 
11. Richards, S. A.. 1977. The influence of loss of plumage on temperature regulation in laying hens. The 
Journal of Agricultural Science, 89(2), 393-398. 
12. Fabbri, C., L. Valli, M. Guarino, A. Costa, and V. Mazzotta. 2007. Ammonia, methane, nitrous oxide and 
particulate matter emissions from two different buildings for laying hens. Biosystems Engineering, 97(4), 
441-455. 
 14 
13. Hayes, M. D., H. Xin, H. Li, T. A. Shepherd, Y. Zhao, and J. P. Stinn. 2013. Ammonia, greenhouse gas, and 
particulate matter emissions of aviary layer houses in the Midwestern US. Trans. of the ASABE, 56(5), 
1921-1932. 
14. Liang, Y., H. Xin, E. F. Wheeler, R. S. Gates, H. Li, J. S. Zajaczkowski,... and F. J. Zajaczkowski. 2005. 
Ammonia emissions from US laying hen houses in Iowa and Pennsylvania. Trans. of the ASAE, 48(5), 
1927-1941. 
15. David, B., C. Mejdell, V. Michel, V. Lund, and R. O. Moe. 2015. Air quality in alternative housing systems 
may have an impact on laying hen welfare. Part II—Ammonia. Animals, 5(3), 886-896.  
16. Zhao, Y., T. A. Shepherd, H. Li, and H. Xin. 2015. Environmental assessment of three egg production 
systems–Part I: Monitoring system and indoor air quality. Poultry Science, 94(3), 518-533. 
17. Charles, D. R., and C. G. Payne. 1966. The influence of graded levels of atmospheric ammonia on chickens: 
II. Effects on the performance of laying hens. British Poultry Science, 7(3), 189-198. 
18. Koerkamp, P. G., A. Keen, T. G. Van Niekerkand and S. Smit. 1995. The effect of manure and litter 
handling and indoor climatic conditions on ammonia emissions from a battery cage and an aviary housing 
system for laying hens. NJAS wageningen journal of life sciences, 43(4), 351-373. 
19. Shepherd, T. A., Y. Zhao, H. Li, J. P. Stinn, M. D. Hayes, and H. Xin. 2015. Environmental assessment of 
three egg production systems—Part II. Ammonia, greenhouse gas, and particulate matter 
emissions. Poultry science, 94(3), 534-543. 
20. Allen, W. H., and F. A. Payne. 1987. Designing animal ventilation schedules with counterflow heat 
exchangers. Trans. of the ASAE, 30(3), 782-0788.  
21. Zhao, Y., H. Xin, T. A. Shepherd, M. D. Hayes, and J. P. Stinn. 2012. Ventilation rate, Balance Temperature 
and Supplemental Heat Need in Alternative vs. Conventional Laying-Hen Housing Systems. In 2012 IX 
International Livestock Environment Symposium (ILES IX) (p. 3). American Society of Agricultural and 
Biological Engineers.  
22. Kennedy, D. A., J. J. Leonard, and J. J. Feddes. 1991. Field test of a PVC plate heat exchanger for animal 
housing. Applied Engineering in Agriculture, 7(4), 457-460. 
23. Liang, Y., G. T. Tabler, A. W. Reynolds, R. Starkweather and K. N. Jensen. 2011. Heat recovery ventilators 
in a broiler house to reduce energy use. In 2011 Louisville, Kentucky, August 7-10, 2011 (p. 1). American 
Society of Agricultural and Biological Engineers.  
24. Vassilakis, S., and J. A. Lindley. 1998. Cold weather performance of two, counter-flow parallel plate, air-to-
air heat exchangers in swine housing. Applied Engineering in Agriculture, 14(1), 73-77. 
25. Diener, R. G., M. L. Pentrack, R. A. Peterson, W. T. Jones, and J. L. Moseley. 1990. A Computer-
Controlled, Underground Heat Exchanger for Broilers. Poultry Science, 69(11), 1869-1875.  
26. Bolegg Terrace, Vencomatic Group 
27. Lumina 38, Fancom B.V. 
28. Clima Unit 1000, Agro Supply, Vencomatic Group 
29. Guardian 325, L.B. White 
30. Accuracy: ±0.21°C; ±2.5% RH; S-THB, Onset Computer Corp. 
31. Accuracy: ±0.2°C; ±2.5% RH; RXW-THC, Onset Computer Corp. 
32. FarmManager; F–Central, Fancom B.V. 
33. 0 – 100 ppm; BW GasAlert NH3, BW Technologies 
34. After collection, the manure was placed in aluminum cups and weighed, each cup containing approximately 
100 g of fresh manure. Samples were placed in a 1,000 W electric oven at 105°C (221°F) for 24 h and 
weighed again to calculate the DM. 
35. DLG Test Report 6140. 2009. “Heat Exchanger Earny Type 40.000 (Efficiency of Heat Recovery under 
Practical Conditions).” 1–12. 
 15 
36. A generalized linear model (ambient T =  HRV + day + HRV × day) was used compared average daily 
ambient T for 12 d when HRV was operational and nonoperational (SAS Institute. 2012. SAS 9.4 for 
Windows. SAS Institue Inc., Cary, NC). Significance implies P < 0.05. 
37. A generalized linear model (indoor T = HRV + ambient T + HRV × ambient T) was used to explain the 
effect of the ambient T on inside T for the 12 d with and without HRV. Where HRV was operation (0) or 
nonoperation (1) for that time point. Significance implies P < 0.05. 
38. A generalized linear model (manure DM = HRV + day + HRV × day) was used to explain the effect of the 
number of days after manure removal (day) for the 12 d with and without HRV. Significance implies P < 
0.05.. 
39. Selders, A. W., G. H. Carpenter, and D. J. Workman. 1989. Prototype broiler house heat exchanger 
performance. Applied Engineering in Agriculture, 5(4), 589-594. 
40. Washington Industry Safety and Health. 2018. Chapter 296-841 WAC Safety Standards for Airborne 
Contaminants. 
Acknowledgements 
This research was supported with funding provided by Vencomatic Inc. and Vencomatic Group 
(Eersel, The Netherlands). The authors would like to acknowledge the contributions and 
support of Wilcox Family Farms as well as Jim and Caye during the preparation and completion 
of this work. 
Table 1. Descriptive statistics for average daily productivity and ambient conditions with and 
without heat recovery ventilation (n = 12).  
 HRV (±SD) Without HRV (±SD) 
 Ambient T (°C) 10.2 ±4.0 (1.2, 19.6) [1] 10.9 ±4.2 (2.8, 23.5) [1] 
 Ambient RH (%) 89.9 ±10.7 (56.3, 100.0) [1] 83.3 ±18.2 (28.7, 100.0) [1]  
 Ambient dewpoint (°C) 8.5 ±2.8 (0.9, 13.1) [1] 7.7 ±2.8 (-0.5, 13.9) [1] 
    
 Number of hens 39,091 ±69 39,020 ±74 
 Laying percentage (%) 90.3 ±0.9 90.2 ±1.3 
 Feed intake (g) 112.6 ±4.9 115.8 ±4.5 
 Feed conversion ratio (g/g) [2] 2.1 ±0.1 2.1 ±0.1 
 Floor and system eggs 164 ±24 164 ±23 
 Mortality (number of birds) 11 ±2 9 ±2 
 
[1] (minimum, maximum) 





Figure 1. Overview house and heat recovery ventilation systems. Pre-heated fresh air is 
tempered by an air-to-air, counterflow heat exchanger and supplied to the manure belt drying 
system. House ventilation consisted of ridge-mounted single and variable speed fans with 
sidewall inlets for distribution. Not to scale. 
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Figure 2. Overview of house layout and locations of T, RH, NH3, and manure sampling 
locations. Not to scale. 
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Figure 3. Effect of the difference between ambient and house temperature (ΔT) on 
temperature-transfer efficiency and heat recovery. Markers colored by ambient temperature 
and empty markers are during washing cycle. 
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Figure 5. Example ambient temperature, house temperature, and ventilation rate for a day. 
Ventilation depends mainly on outside temperature, but peaks when the lights are turned on 
and birds become active; thus, increasing heat production. Ventilation decreases when pop 
holes open and when HE is washing. 
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Figure 6. Example diurnal ventilation and sidewall inlet operation to demonstrate the 
impact of opening the doors for outdoor access on static pressure. 
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Figure 7. The effect of the ambient temperature on the temperature in the house. Ambient 
temperature is divided into five bins. The difference in linear regression coefficients was 
0.124°C greater for HE on than HE off significantly different (P<0.001). 
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Figure 8. The ammonia concentration (ppm) 1 to 7 d after manure removal on the left y-
axis and the DM content (%) of the manure on the secondary y-axis.  The linear regression 
coefficients for the effect of the number of days and HE on/off are 0.59 ppm (HE off) and 3.60 
ppm (HE on). 
